


Programma 16 September 2025

16:15 Inloop

16:30 Bezoek aan het lab

17.00 Presentatie resultaten 10 jaar onderzoek naar kookafzuiging

18.00 Discussie: hoe krijgen we de onderzoeksresultaten in de bouwpraktijk?

19.00 Afsluiting
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n PM2.5 
[ug/m 3]  

OPv DDT 
[nmol/min/m 3] 

OP DDT25 
[pmol/min/ug]  

OP AA25  
[pmol/min/ug]  

olive oil - gas 2 316 ± 114 0,028 ± 0,003 59,8 ± 3 3,0 ± 2,0 
olive oil - induction 2 89 ± 25 0,023 ± 0,006 52,4 ± 13 1,0 ± 0,04 
wok meal - gas 2 96 ± 8 0,026 ± 0,002  59,3 ± 6 2,2 ± 1,2  
pasta meal - gas 2 104 ± 4 0,026 ± 0,001  60,3 ± 2  5,5 ± 0,8 
chicken meal - gas 2 55 ± 3 0,032 ± 0,005  73,6 ± 12 1,1 ± 0,1  
candles 2 146 ± 6 0,029 ± 0,002 68,2 ± 6 4,4 ± 4,0 
field blank 1 3,7 0,002 59,7 1,1 
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300 m3/h
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PHYSICAL EXPLANATION: LOWER VELOCITY V
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V2 = 1/4 * V1

92% Ą 35%

Ą Compact design!
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Uitvoering voorziening afvoercomponent t.p.v. 
kookopstelling  

Afvoercapaciteit [dm 3/s]  bepaald 
volgens een in NEN 1087 aan te geven 

methode  a 

Geen afzuigkap bij oplevering 83 
Wandafzuigkap tot over voorste kookpitten  58 
Wandafzuigkap tussen keukenkastjes 58 
Wandafzuigkap in hoekopstelling 58 
Wandafzuigkap tot over voorste kookpitten in 
hoekopstelling 

46 

a Voor toelichting van de voorgestelde waarden in de tabel en de hieronder genoemde drukken 
verwijzen we naar de Jacobs 2018 

 





blue lines no hood, dashed lines recirculation hood 60 m active

Peak concentration 30% lower with hood

Similar decay with and without recirculation hood

Explanation: carbon filter is a very open filter 

designed to capture gaseous



blue lines no hood, dashed lines recirculation hood 60 m active

Peak concentration 67% lower with hood

This reduction is relatively high compared to 

literature data (Paulin, 2014: 27% reduction)





 
3NO + O3Ą 3 NO2         3N2 + O3Ą 6NO

10 min. cooking, one pan

Plasma hood 60 min. active

WHO 1-h limit

Dutch occ. health 15 

min. limit






